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2407480V, 19, 3 WIRE, 60HZ RED
5.80 KVA LOAD BLACK ?? LOAD TABULATIONS CONTROLLER #1
CIRCUIT WATTS AMPS @ 240V
RED PHASE BLACK PHASE
A 1,160 5.20
B 870 3.90
c 1,160 5.20
D 1,180 5.20
SUBTOTAL 4,350 10.40 9.10
TOTAL AMPS @ 240V = 19.50
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TYPICAL POLE WIRING X LUMINAIRE, 250W HPS, 240V
B8  FUSE, 3.5 AMP
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